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Do not scale drawings. Refer to Architectural
drawings for dimensions. All elevations
/dimensions shall be verified with Architectural
drawings and any discrepancy shall be reported
inmediately to consultant. Read this drawing in
conjunction with ALL applicable Architectural,
Mechanical, electrical and other disciplines
involved.
This drawings are "design drawings" only and are
not intended to be used as shop drawings.
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A01

EXISTING LOWER FLOOR PLAN 2
A01

EXISTING FIRST FLOOR PLAN 3
A01

EXISTING SECOND FLOOR PLAN

REMOVE WALL AND DOOR,
INSTALL GUARDS AND
HANDRAIL

COVER 100 MM HEIGHT STEP
WITH RAMP FOR BARRIER
FREE ACCESS

REMOVE EXISTING SLAB AND
EXCAVATE TO INSTALL A NEW
SLAB  200 MM BELOW EXISTING

REMOVE DOOR AND WIDEN THE DOOR
WAY TO 1100 MM

REMOVE DOOR AND
WIDEN THE DOOR
WAY TO 1100 MM

22
00

SCALE: 1:75 SCALE: 1:75 SCALE: 1:75

A01

EXISTING
 PLANS + ELEVATIONS

REMOVE EXISTING
WINDOW , FILL WALL
OPENING TO MATCH
ADJACENT
CONSTRUCTION

-REMOVE WINDOW
-FILL WINDOW OPENING OR
INSTALL NEW MAULER WINDOW

REMOVE THIS PART
OF PORCH

REMOVE THIS PART
OF  PORCH ROOF

REMOVE EXISTING WINDOW , FILL WALL
OPENING TO MATCH ADJACENT
CONSTRUCTION

REMOVE THIS DOOR

REMOVE THIS DOOR

REMOVED EXISTING
STAIR

4
A01

EXISTING ELEVATION
SCALE: 1:75

REMOVE THIS
PART OF PORCH

REMOVE THIS PART
OF PORCH ROOF

REMOVED EXISTING
STAIR

5
A01

EXISTING ELEVATION
SCALE: 1:75

REMOVE THIS PART OF PORCH

REMOVE EXISTING
WALL AND DOOR

ADD WIDEN DOOR WAY TO
1100 mm

ADD WIDEN DOOR
WAY TO 1100 mm

-REMOVE WINDOW
-FILL WINDOW OPENING OR
INSTALL NEW MAULER WINDOW

REMOVED EXISTING
STAIR

ALL  DOORS TO BE
REMOVED

EXISTING DOOR

±0.00

+2975

-2327

-1082

+5870

REMOVE WALL / DOOR

GA

REMOVE EXISTING  DOOR

REMOVE
EXISTING  DOOR

DOORS CANNOT
REDUCE WIDTH OF PUBLIC
CORRIDOR BELOW REQUIRED
MINIMUM

RELOCATE THE
DOOR TO OPEN TO
PUBLIC CORRIDOR .
FILL OLD DOOR
OPENING WITH
WALL
CONSTRUCTION TO
MATCH EXISTING

ALL  WALLS TO BE
REMOVED

PROPOSED WALL

PART OF TOP LEVEL
DWELLING UNIT

PUBLIC CORRIDOR
SERVED BY 2 EXIT STAIRS

U/S OF STAIR F.R.RATED
GYPSUM BOARD - 45 MIN.

REMOVE DOOR
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BENT STEEL PLATE
 t=4.7 mm

STEEL PLATE
 t=6.4 mm

CONCRETE

FOR STEEL STAIR REFER TO STRUCTURAL
DRAWINGS (S-07)(S-08)STAIR

38 MM Ø METAL RAILING SECURED
TO WALL

BULL NOSE BLOCK

90 mm CONCRETE BLOCK

75 MM Ø METAL HANDRAIL BRACKET
FOR WALL  @ 900mm (MAX.) o.c.

STAIR

BULL NOSE
BLOCK

38 MM Ø METAL
RAILING SECURED TO
WALL

END CAP TO SUIT
RAILING

90 mm CONCRETE
BLOCK

300

60
60

75 MM Ø METAL
HANDRAIL BRACKET
FOR WALL  @ 900mm
(MAX.) o.c.

TERMINATE RAILING
AT WALL 50 MM FROM
DOOR OPENING38 MM Ø METAL

HANDRAIL

75 MM Ø METAL HANDRAIL
BRACKET FOR WALL  @ 900mm
(MAX.) o.c.

38 MM Ø METAL RAILING

FIN. CONCRETE BLOCK
WALL

13 MM Ø METAL ROD

75 MM Ø METAL ESCUTCHEON
HANDRAIL SUPPORTS @ 900 MM O.C. MAX.
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FACE OF WALL

150

50 M
IN

.

38 MM Ø METAL RAILING

75 MM Ø METAL HANDRAIL
BRACKET FOR WALL  @ 900mm
(MAX.) o.c.

FACE OF WALL

STAIR DOWN

25
NOSING

25
NOSING

TREAD WIDTH
300 (TYP.)

STAIR UP

38 MM Ø METAL RAILING

75 MM Ø METAL HANDRAIL BRACKET FOR WALL
@ 900mm (MAX.) o.c.

38 MM Ø METAL
HANDRAIL

38 MM Ø METAL
HANDRAIL

75 MM Ø METAL
ESCUTHCHEON

75 MM Ø METAL
ESCUTHCHEON

FIN.WALL

900MM O/C MAX.
SPACING

STAIR TREAD
DEPTH

92
0

300

92
0

HANDRAIL TO TERMINATE
INTO WALL

300

92
0

92
0

STAIRS

HANDRAIL TO TERMINATE INTO WALL

Do not scale drawings. Refer to Architectural
drawings for dimensions. All elevations
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conjunction with ALL applicable Architectural,
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involved.
This drawings are "design drawings" only and are
not intended to be used as shop drawings.
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A05

STAIR + RAILING
DETAILS

38 MM  Ø HANDRAIL

7
A05

STAIR RAILING & PICKET DETAILS
SCALE: 1:10

1
A05

METAL HANDRAIL DETAILS
SCALE: 1:5

38 MM  Ø GUARD

38 MM  Ø HAND RAILING

CONCRETE BLOCK

4
A05

STAIR SECTION DETAIL
SCALE: 1:5

HANDRAIL SUPPORTS @ 900 MM O.C. MAX

MOUNTED TACTILE SURFACE
INDICATOR

75 MM WIDE NON SLIP COLOR CONTRAST
STRIP AT LEADING EDGE OF LANDING AND
TREADS

2
A05 SCALE  1:5

38 MM  Ø METAL POST SECURE TO FLOOR

 TYPICAL HANDRAIL RETURN

 HANDRAIL EXTENSION @ BOTTOM  HANDRAIL EXTENSION @ TOP5
A05 SCALE  1:10

6
A05 SCALE  1:10

3
A05 SCALE  1:10

 TYPICAL GUARD AND HANDRAIL

15 MM  Ø PICKET @ 100 OC MAX.
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EXTERIOR

190 mm CONCRETE BLOCK  - REFER TO STRUCTURAL

METAL Z GIRT @ 610 MM O.C

ALUMINUM SIDING

51.8 MM POLYISOCYANURATE RIGID INSULATION

AIR, WATER BARRIERELEVATOR
SHAFT

W-1

INTERIOR EXTERIOR

METAL Z GIRT @ 610 MM O.C

ALUMINUM SIDING

51.8 mm POLYISOCYANURATE RIGID INSULATION

AIR, WATER BARRIER

12.7 MM TYPE 'X' EXTERIOR GRADE GYPSUM WALL BOARD

15.9 MM TYPE 'X' GYPSUM WALL BOARD

190 mm CONCRETE BLOCK  - REFER TO STRUCTURAL

EXTERIOR

140 mm CONCRETE BLOCK  - REFER
TO STRUCTURAL
METAL Z GIRT @ 610 mm O.C

ALUMINUM SIDING

51.8 mm POLYISOCYANURATE RIGID
INSULATION

AIR, WATER BARRIER
STAIR

190 mm CONCRETE BLOCK
- REFER TO STRUCTURAL

STAIRLOBBY

15.9 MM TYPE 'X' GYPSUM
WALL BOARD

ELEVATOR
SHAFT

190 mm CONCRETE BLOCK  -
REFER TO STRUCTURAL

BETWEEN LOBBY AND
ELEVATOR SHAFT

LOBBY

41 X 92 mm METAL STUDS @
610mm O.C.

12.7 mm TYPE 'X' GYPSUM WALL
BOARD - 2 LAYER

12.7 mm RESILIENT CHANNEL @
610 mm O.C.

ACOUSTIC BATT IN STUD CAVITY

190 mm CONCRETE BLOCK
- REFER TO STRUCTURAL

STAIR

BETWEEN STAIR AND ELEVATOR SHAFT

ELEVATOR
SHAFT

19 MM PLYWOOD

MACHINE
ROOM

BETWEEN MACHINE ROOM  AND LOBBY

LOBBY

152 mm METAL STUDS @ 406 mm O.C.

15.9 mm TYPE 'X' GYPSUM WALL
BOARD - 2 LAYER

12.7 mm RESILIENT CHANNEL @
610 mm O.C.

MINERAL WOOL  BATT INSULATION
IN STUD CAVITY

STAIR

90 mm CONCRETE BLOCK
- REFER TO STRUCTURAL

STAIR

W-8

WALL ASSEMBLIES

INTERIOR WALLS

EXTERIOR WALLS

190 mm CONCRETE BLOCK  - REFER TO STRUCTURAL

WATERPROOFING MEMBRANE BELOW GRADE

DRAINAGE MAT

51.8 mm POLYISOCYANURATE RIGID INSULATION

FOUNDATION WALLS

190 mm CONCRETE BLOCK  - REFER TO STRUCTURAL

WATERPROOFING MEMBRANE BELOW GRADE

DRAINAGE MAT

51.8 mm POLYISOCYANURATE RIGID INSULATION

15.9 MM TYPE 'X' GYPSUM WALL BOARD

TYPICAL FLOOR ASSEMBLY (F52C)
 F.R.R 45 MIN,OBC, (SB-3), STC64

25 mm GYPSUM CONCRETE
ACOUSTIC BOARD

15.5 m PLYWOOD SUBFLOOR

STEEL JOISTS @ 400 MM O.C. MAX,

152 MM MINERAL WOOL BATT INSULATION  IN CAVITY

12.7 MM RESILIENT METAL CHANNELS @ 610 MM O.C.

15.9 MM TYPE 'X'  GYPSUM BOARD ON CEILING SIDE, 2 LAYERS

21
0

FLOOR ASSEMBLIES

TYPICAL FLOOR ASSEMBLY (F52C)
 F.R.R 45 MIN,OBC, (SB-3), STC64

25 mm GYPSUM CONCRETE
ACOUSTIC BOARD

15.5 m PLYWOOD SUBFLOOR

STEEL JOISTS @ 300 MM O.C. MAX,

152 MM MINERAL WOOL BATT INSULATION  IN CAVITY
12.7 MM RESILIENT METAL CHANNELS @ 610 MM O.C.

15.9 MM TYPE 'X'  GYPSUM BOARD ON CEILING SIDE

15
2

INTERIOR WALLS

190 mm CONCRETE BLOCK
- REFER TO STRUCTURAL

ELEVATOR
SHAFT

MACHINE
ROOM

MACHINE
ROOM

EXTERIOR

METAL Z GIRT @ 610 MM O.C

ALUMINUM SIDING

51.8 mm POLYISOCYANURATE RIGID INSULATION

AIR, WATER BARRIER

12.7 MM TYPE 'X' EXTERIOR GRADE GYPSUM WALL BOARD

190 mm CONCRETE BLOCK  - REFER TO STRUCTURAL

EXTERIOR WALLS

Do not scale drawings. Refer to Architectural
drawings for dimensions. All elevations
/dimensions shall be verified with Architectural
drawings and any discrepancy shall be reported
inmediately to consultant. Read this drawing in
conjunction with ALL applicable Architectural,
Mechanical, electrical and other disciplines
involved.
This drawings are "design drawings" only and are
not intended to be used as shop drawings.
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A08

 WALL ASSEMBLY
 FLOOR ASSEMBLY

W-1

W-2

W-3

W-4

W-8

W-7

W-6

W-5

FW-1

FW-2

BETWEEN STAIR AND EXTERIOR

BETWEEN LOBBY AND STAIR

BETWEEN ELEVATOR SHAFT AND EXTERIOR

BETWEEN ELEVATOR SHAFT AND LOBBY

  OBC(SB-2)

> F.R.R. 45 MIN

> F.R.R. 45 MIN (1 HR)

F-1

F-2

· Stair Landing

ULC DESIGN NO.U417

> F.R.R. 45 MIN

OBC (SB-2)

> F.R.R. 45 MIN

OBC (SB-2)

> F.R.R. 45 MIN

ULC DESIGN NO.U417

 OBC(SB-2)

> F.R.R. 45 MIN

OBC (SB-2)

> F.R.R. 45 MIN

OBC (SB-2)

> F.R.R. 45 MIN

OBC (SB-2)

> F.R.R. 45 MIN

GA

W-9

BETWEEN MACHINE ROOM  AND
ELEVATOR SHAFT

W-10

BETWEEN MACHINE ROOM  AND
EXTERIOR



HOLLOW METAL FRAME DETAILS

EXTERIOR WALL - CONCRETE BLOCK WALL

45 MIN. F.P.R.

GROUT INFILL

SEALANT W/BACKER ROPE (TYP.)

EXTERIOR CLADDING

DETAIL1

ENTRANCE DOOR -D103

INTERIOR WALL - CONCRETE BLOCK WALL

EXIT STAIR DOORS

PROVIDE FIRE STOP & SMOKE
SEAL AROUND PERIMETER (TYP.)

45 MIN. F.P.R.

HOLLOW METAL FRAME HOLLOW METAL FRAME

GROUT INFILL

DETAIL2

INTERIOR WALL - CONCRETE BLOCK WALL

45 MIN. F.P.R.

GROUT INFILL

PROVIDE FIRE STOP & SMOKE SEAL
AROUND PERIMETER (TYP.)

DETAIL3

ELEVATOR DOORS

HOLLOW METAL FRAME

DETAIL4

PROVIDE FIRE STOP & SMOKE SEAL
AROUND PERIMETER (TYP.)

HOLLOW METAL FRAME

45 MIN. F.P.R.

INTERIOR WALL - CONCRETE BLOCK WALL

MACHINE ROOM DOOR

FIRE RATED
PARTITION

WIN-1

WINDOWS TYPE

ALUMINUM FRAME

12
20

965
865

90
0

50
53

5
50

53
5

50

965

16
65

WIN-2 ALUMINUM FRAME

50
75

7.
5

50
75

7.
5

50

74
6

NOTES:

1. ALL DOORS IN FIRE SEP. TO HAVE SELF-CLOSING DEVISE AND A POSITIVE LATCH (SEE OBC 3.1.8.11.(1), 3.1.8.13

2. ALL CLOSURES ARE REQUIRED TO BE PROVIDED WITH SELF CLOSINGDEVICES (OBC 3.1.8.11. (1)) AND LATCHING MECHANISMS (OBC 3.1.8.13.

(1)).

DOORS TYPE

DT-1

VARIES

21
34

VARIES

FT-1

DOOR SCHEDULE LEGEND:

D001
D002
D003

D103

D201

D101
D102

D202

LOCK FUNCTION FOR ELEVATOR DOORS (D002, D102, D202):

LOCK FUNCTION FOR ENTRANCE DOOR (D103):

D203

D104
D105

Do not scale drawings. Refer to Architectural
drawings for dimensions. All elevations
/dimensions shall be verified with Architectural
drawings and any discrepancy shall be reported
inmediately to consultant. Read this drawing in
conjunction with ALL applicable Architectural,
Mechanical, electrical and other disciplines
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This drawings are "design drawings" only and are
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